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HL-93(Inv) N/A 1 1.162 -- 1.75 0.247 1.91 A EL 39.134 0.623 1.16 7.827 0.80 0.247 1.29 A EL 39.134

HL-93(Opr) N/A -- 1.507 -- 1.35 0.247 2.48 A EL 39.134 0.623 1.51 7.827 N/A -- -- -- -- --

HS-20(Inv) 36.000 2 1.469 52.874 1.75 0.247 2.53 A EL 39.134 0.623 1.47 7.827 0.80 0.247 1.71 A EL 39.134

HS-20(Opr) 36.000 -- 1.904 68.541 1.35 0.247 3.29 A EL 39.134 0.623 1.90 7.827 N/A -- -- -- -- --

SNSH 13.500 -- 3.905 52.721 1.40 0.247 7.25 A EL 39.134 0.623 4.41 7.827 0.80 0.247 3.91 A EL 39.134

SNGARBS2 20.000 -- 2.888 57.75 0.247 5.36 A EL 39.134 0.623 3.12 7.827 0.80 0.247 2.89 A EL 39.134

SNAGRIS2 22.000 -- 2.725 59.952 0.247 5.06 A EL 39.134 0.623 2.89 7.827 0.80 0.247 2.73 A EL 39.134

SNCOTTS3 27.250 -- 1.943 52.939 0.247 3.61 A EL 39.134 0.623 2.20 7.827 0.80 0.247 1.94 A EL 39.134

SNAGGRS4 34.925 -- 1.615 56.395 0.247 A EL 39.134 0.623 1.82 7.827 0.80 0.247 1.61 A EL 39.134

SNS5A 35.550 -- 56.157 0.247 2.93 A EL 39.134 0.623 1.84 7.827 0.80 0.247 1.58 A EL 39.134

SNS6A 39.950 -- 1.446 57.756 0.247 2.68 A EL 39.134 0.623 1.67 7.827 0.80 0.247 1.45 A EL 39.134

SNS7B 42.000 -- 1.377 57.818 0.247 2.56 A EL 39.134 0.623 1.64 7.827 0.80 0.247 1.38 A EL 39.134

TNAGRIT3 33.000 -- 1.762 58.142 0.247 3.27 A EL 39.134 0.623 1.99 7.827 0.80 0.247 1.76 A EL 39.134

TNT4A 33.075 -- 1.769 58.499 0.247 3.28 A EL 39.134 0.623 1.95 7.827 0.80 0.247 1.77 A EL 39.134

TNT6A 41.600 -- 1.443 60.014 0.247 2.68 A EL 39.134 0.623 1.74 7.827 0.80 0.247 1.44 A EL 39.134

TNT7A 42.000 -- 1.448 60.817 0.247 2.69 A EL 39.134 0.623 1.70 7.827 0.80 0.247 1.45 A EL 39.134

TNT7B 42.000 -- 1.493 62.726 0.247 2.77 A EL 39.134 0.623 1.60 7.827 0.80 0.247 1.49 A EL 39.134

TNAGRIT4 43.000 -- 1.424 61.237 0.247 2.64 A EL 39.134 0.623 1.55 7.827 0.80 0.247 1.42 A EL 39.134

TNAGT5A 45.000 -- 1.344 60.496 0.247 2.50 A EL 39.134 0.623 1.54 7.827 0.80 0.247 1.34 A EL 39.134

TNAGT5B 45.000 59.828 0.247 2.47 A EL 39.134 0.623 1.48 7.827 0.80 0.247 1.33 A EL 39.134
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